
tprobst
Callout
THIS NOTE HAS BEEN REMOVED FOR CLARITY.

tprobst
Callout
THIS NUMBERING HAS BEEN REVISED.

tprobst
Callout
PER ROLESVILLE UDO, ROADS WITHOUT C&G SHALL HAVE A 60' ROW. THIS PERTAINS TO R-40W ZONING.

tprobst
Callout
THIS SECTION HAS BEEN REVISED TO STATE THAT THE ROW SHALL BE 60' ALONG LILY OAK DR. AND 50' ELSEWHERE WITHIN THE R-2 ZONING.

tprobst
Text Box
PLEASE NOTE THAT 10-YR AND 25-YR HGL'S, GUTTER SPREADS, RIP RAP, DITCH, AND DRAINAGE AREA MAPS HAVE ALSO BEEN PROVIDED WITH THIS RESUBMITTAL SEPARATELY.



tprobst
Callout
THE PARCEL OWNER HAS BEEN ADDED TO THE PLAN SET.

tprobst
Callout
MONUMENT EASEMENTS HAVE BEEN ADDED TO THE PLAN SET.

tprobst
Callout
BEARING AND DISTANCES HAVE BEEN ADDED ALONG ALL ROAD CENTERLINES.

tprobst
Callout
STORM DRAINAGE EASEMENT HAS BEEN LABELED

tprobst
Callout
EASEMENT HAS BEEN LABELED

tprobst
Callout
DISTANCE ADDED.

tprobst
Callout
EASEMENT HAS BEEN LABELED

tprobst
Callout
LOT LINE HAS BEEN REVISED

tprobst
Callout
EASEMENT HAS BEEN LABELED

tprobst
Callout
OPEN SPACE HAS BEEN LABELED.

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
SETBACKS ADDED

tprobst
Callout
THE PARCEL OWNER HAS BEEN ADDED TO THE PLAN SET.

tprobst
Callout
DISTANCES ADDED

tprobst
Callout
DISTANCE ADDED.



tprobst
Callout
EASEMENT LABELED

tprobst
Callout
LABEL ADJUSTED

tprobst
Callout
PARCEL OWNER ADDED

tprobst
Callout
PARCEL OWNER ADDED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
BUFFER LABELEDAND DETAIL PROVIDED C220

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
LOT CORNER REVISED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
DISTANCE ADDED



tprobst
Callout
PROPERTY OWNER ADDED

tprobst
Callout
DISTANCES ADDED

tprobst
Callout
DISTANCES ADDED

tprobst
Callout
PROPERTY LINE CLARIFIED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
CORNERS REVISED

tprobst
Callout
PROPERTY CORNERS REVISED



tprobst
Callout
ANNOTATION REVISED

tprobst
Callout
CORNERS REVISED

tprobst
Callout
DISTANCE ADDED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
BUFFER LABELED

tprobst
Callout
LABEL REMOVED

tprobst
Callout
CURRENT SECTION TO MEET 20' STANDARD SUBDIVSION WIDTH. FUTURE SECTION HAS BEEN FEE IN LIEU'D. ROW IS 70' IN FUTURE THOROUGHFARE.

tprobst
Callout
RADIUS AND DISTANCE LABELED

tprobst
Callout
NOTED AS OKAY

tprobst
Callout
INSET REFERENCE HAS BEEN REVISED



tprobst
Callout
DISTANCES ADDED

tprobst
Callout
DISTANCES ADDED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
PAVEMENT EXTENDED TO PROPERTY LINE. THIS FIXES TURN AROUND ISSUE.

tprobst
Callout
LABELED DISTANCE



tprobst
Callout
TURN AROUNDNOT NECESSARY AT CORNER. NOT A DEAD END

tprobst
Callout
INSET CALLOUT REVISED

tprobst
Callout
EASEMENT LABELED

tprobst
Callout
DISTANCE LABELED

tprobst
Callout
TURN AROUND REVISED TO MEET APPX. D



tprobst
Callout
ROW DITCH REMOVED PER NCDOT REQUEST.PIPING REVISED AND CALCS ADDED

tprobst
Callout
CB ADDED PRIOR TO INTERSECTION

tprobst
Callout
PROPOSED GRADING REVISED

tprobst
Callout
DRAINAGE AREAS PROVIDED ON SEPARATE SHEETS

tprobst
Callout
PROPOSED CONTOURS REVISED

tprobst
Callout
FES AND GRADING REVISED



tprobst
Callout
DRAINAGE EASEMENTS ADDED ON LOTS THAT WATER CROSSES MORE THAN 2. IT IS UNDERSTOOD THAT THIS BERM SITUATION WILL BE HANDLED WHEN HOME IS BUILD ON LOT 42.

tprobst
Callout
RIP RAP ADDED

tprobst
Callout
FES AND GRADING REVISED

tprobst
Callout
LOT FILLING ADDED TO DEVELOPMENT PLAN

tprobst
Callout
POSITIVE DRAINAGE DURING DEVELOPMENT BUILDOUT. DWELLING BUILDOUT TO BE IN SEPARATE PERMIT



tprobst
Callout
POSITIVE DRAINAGE. SEE PREVIOUS RESPONSE

tprobst
Callout
DRAINAGE EASEMENTS ADDED ON LOTS THAT WATER CROSSES MORE THAN 2.



tprobst
Callout
PIPE SIZE CORRECTED

tprobst
Callout
CULVERT SIZES ADDED TO PLANS ON SHEET C510. RESPONSIBILITY WILL FALL ON HOME BUILDER AND IT IS NOTED AS SUCH



tprobst
Callout
EASEMENT ADDED TO LOTS WITH CROSS DRAINAGE



tprobst
Callout
SLOPE REVISED



tprobst
Callout
PROPOSED GRADING REVISED IN AREA.



tprobst
Callout
REVISED TO STATE 12" GATE VALVE

tprobst
Callout
SCALE ADDED TO INSET

tprobst
Callout
HYDRANT LOCATION REVISED

tprobst
Callout
CONFLICT RESOLVED



tprobst
Callout
ANNOTATION REVISED



tprobst
Callout
ANNOTATION REVISED



tprobst
Callout
ROAD DITCH SECTION PUSHED HYDRANT BACK

tprobst
Callout
SERVICES SEPARATED AT MAIN

tprobst
Callout
SERVICES SEPARATED AT MAIN



tprobst
Callout
MIN. CLR. LABELED

tprobst
Callout
ASSEMBLY CALLOUT REMOVED

tprobst
Callout
ASSEMBLY CALLOUT REMOVED



tprobst
Callout
DRAINAGE DITCH REMOVED PER NCDOT COMMENT AND CLOSED DRAINAGE REVISED. STORM EASEMENTS ADDED TO PIPES AS NECESSARY.

tprobst
Callout
DRAINAGE DITCH REMOVED PER NCDOT COMMENT AND CLOSED DRAINAGE REVISED. STORM EASEMENTS ADDED TO PIPES AS NECESSARY.



tprobst
Callout
CORRECT. ANNOTATION REMOVED

tprobst
Callout
3' MIN COVER NOTED

tprobst
Callout
HYDRANT ASSEMBLY STATION REVISED. HYDRANT LEG WILL REMAIN BELOW DITCH. ALL LEGS HAVE BEEN REVISED TO BE NOTED AS SUCH.



tprobst
Callout
MIN. COVER NOTED

tprobst
Callout
ANNOTATION REVISED



tprobst
Callout
MIN. COVER NOTED

tprobst
Callout
HYDRANT ASSEMBLY STATION REVISED

tprobst
Callout
REVISED TO 12"

tprobst
Callout
EX. MAIN LABELED

tprobst
Callout
HYDRANT STATION REVISED

tprobst
Callout
EXISTING MAIN LABELED



tprobst
Callout
NOTED AS OKAYDETAIL CALLED OUT

tprobst
Callout
MIN. COVER NOTED

tprobst
Callout
HYDRANT LEG NOTED TO REMAIN BELOW DITCH



tprobst
Callout
HYDRANT LABELED



tprobst
Callout
HYDRANT NOTED TO REMAIN BELOW DITCH ON C701



tprobst
Callout
MIN. COVER NOTED

tprobst
Callout
HYDRANT LABELED

tprobst
Callout
NOTED AS OKAYDETAIL CALLED OUT



tprobst
Callout
HYDRANT LABELED

tprobst
Callout
MIN. COVER NOTED



tprobst
Callout
LEADER REVISED

tprobst
Callout
HYDRANT LABELED
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